Responses to Vendor Questions

Cleanroom
September 9, 2008
Q1: 
The approximate usable floor space desired is 1000 sq ft.  Does this include the gowning area?
A1:
No.
Q2: 
I know what is posted is simply a suggestion, but the gowning area is not connected directly to the rest of the cleanroom.  Is the intent, not to have the rooms connected, or was this done on the drawings to highlight the fact that the gowning area is its own room with a different classification?  
A2:
The area for the gowning room on the diagram is actually a separate room with a door.  NASA does wish to have the gowning room connected to the cleanroom.  If need be, NASA can remove the door.
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