Responses to Vendor Questions

Cleanroom
September 16, 2008
Q1: 
Do we know if there is any lead paint or asbestos in the proposed area?  

A1:
There is no exposed asbestos, or lead paint in the area.  If the vendor intends to sandblast the area, then there is likely lead based paint under the outer layers of paint due to the age of the building.  

Q2: 
Are the walls separating the proposed clean room from the proposed gowning area firewalls?
A2:
Yes, in fact they are explosion proof due.
Q3:
Will all of the computer equipment in the proposed gowning area be removed?

A3:
Yes

Q4:
Will the drop ceilings in the proposed gowning area be removed?

A4:
The drop ceilings may be removed if necessary.  The area above the drop ceilings contains hanging lights and the sprinkler system.  These items can be moved if necessary.
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